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830 80™ Street SW #400, Everett, WA 98203
Ph: 425-789-3135, Fx: 425-353-8490
www.pentair.com/valves

FUNCTIONAL TEST REPORT
PENTAIR SALES ORDER NO.: 3424357-00 LINE: 1 Qry: 1 SCOPE: NEW ASSEMBLY TEST DATE: 11/11/2016
CUSTOMER: FERMI LABS SHIP TO CUST: FERMI LAB PROCARD#PRN212105
PURCHASE ORDER NO.: PRN212105 :
MANUFACTURER: CROSBY MODEL/TYPE: 961100FFA INLET SIZE: 1/3" FNPT OUTLET SIZE: 1" FNPT
NAMEPLATE SET: 11 PSIG CDTP: 12 PSIG BP: PSIG TC: 1 PSIG STAMPED CAPACITY: 57 SCFM
TEST MEDIA: AR UNITS: PSIG ASME CODE SECTION: NON-CODE TEST GAUGES: A8-8008, D1000B
SEAT TIGHTNESS TEST BACK PRESSURE TEST BELLOWS TEST
TEST NUMBER SERIAL NUMBER TAG WARN | SET | RESEAT|{ PRESSURE / METHOD PRESSURE / METHOD PRESSURE / METHOD TESTED BY:
3424357-1 12-34179 - 12 12.2 10.1 9 / BUBBLE 100 / BUBBLE N/A C. KLAMM

Certificate Of Conformance

EACH ITEM SUPPLIED ON PENTAIR VALVES& CONTROLS INVOICE REFERENCED ABOVE IS IN CONFORMANCE TO CUSTOMER PURCHASE ORDER LISTED HEREIN. ALL PARTS ARE GENUINE (I.E NOT COUNTERFEIT), ARE
NOT SUSPECT AND MEET THE MATERIAL AND HYDROSTATIC TESTING REQUIREMENTS OF ASME SECTION | AND SECTION VIII, DIV 1 WHERE APPLICABLE.

e pate: WAL AL

QC WITNESS: Kendall Klein; Pentair Valves & Controls

PENTAIR VALVES & CONTROLS TEST FACILITIES, PROCEDURES AND QUALITY CONTROL SYSTEMS ARE INSPECTED AND ACCEPTED BY THE NATIONAL BOARD OF BOILER AND PRESSURE VESSEL INSPECTCRS TO ASSURE COMPLIANCE WITH CURRENT ASME
SPECIFICATIONS AND REQUIREMENTS. MEETS AND EXCEEDS REQUIREMENTS FOR MIL-STD-45622 REV A. TEST INSTRUMENTS ARE CALIBRATED WITH A PRESSURE STANDARD WHOSE ACCURACY IS TRACEABLE TO THE NATIONAL INSTITUTE OF STANDARDS AND
TECHNOLOGY. CALIBRATION CERTIFICATE NUMBER 508556.




